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COMBINATION LIGHTING & FLASHING
BEACON FEED POINT TYPE IV

COMBINATION FEED POINT DETAILS

D=1 70-2A

NOTES:

Type 1 feed point is similar to type IV except only one electrical circuits
one 50 amp — 2 pole breaker and one lighting relay, normally open, shall be
instal led.

Type Il feed point is similar fo type [V except only two electrical circuits,
two 50 amp - 2 pole breakers and two lighting relays, normally open, shall
be instal led.

Type II1 feed point is similar to type IV except only fthree electrical circuits,
three 50 amp — 2 pole breakers and three |lighting relays, normally open. shall
be instal led.
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COMBINATION LIGHTING, SIGNAL, & FLASHING
BEACON FEED POINT TYPE IV
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